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Abstract 
The paper discusses the development of a Fuzzy Inference System (FIS) based governor control for a pumped 
storage hydroelectric plant. The First Hydro Company’s plant at Dinorwig in North Wales is the largest of its 
kind in Europe and is mainly used for frequency control of the U.K. electrical grid. In previous investigations, a 
detailed model of the plant was developed using MATLAB®/SIMULINK® and this is now being used to 
compare FIS governor operation with the Proportional-Integral-Derivative (PID) controller currently used. The 
paper describes the development of an FIS governor, and shows that its response to a step increase in load is 
superior to the PID under certain conditions of load. The paper proceeds to discuss the implications of these 
results in view of the possible practical application of an FIS governor at the Dinorwig plant. 
 
 
1 INTRODUCTION 
 
First Hydro Ltd operate the largest pumped storage hydroelectric plant in Europe comprising six 313MW 
reversible pump-turbines. . Due to its ability to respond quickly to changes in power demand, its primary role is 
frequency control and it is ideally suited to supplying the power make-up required to maintain system. 
frequency under varying load conditions. The current governor is essentially a PID controller implemented 
digitally on Programmable Logic Controllers and acts to control the response of the turbines to changes in 
frequency. The system frequency error signal is fed back to the PID controller, and the individually adjustable 
proportional, integral and derivative gains determine the initial rise time, overshoot and settling time of the 
power output. There are however significant operational advantages to be gained through an improvement  on 
the response produced by the current governor, particularly in respect of the ability to respond to major load 
changes. 
 
The research uses a MATLAB®/SIMULINK® model of the Dinorwig plant developed at the University of 
Wales, Bangor (1) to enable a comparison between the behaviour of  the PID governor with the FIS 
implementation. It has been shown in other areas that Artificial Intelligence (AI) techniques, such as Fuzzy 
Logic (FL), Artificial Neural Networks (ANN) and hybrids of the two techniques are able to adapt and learn to 
model complex, non-linear systems (2-6). Indeed, control of a single hydroelectric generator using a hybrid 
FL/ANN approach has been reported (7,8), but these applications are not concerned with frequency control. 
There is also available a significant body of work aimed at first replicating, and then improving on, PID type 
control using FL controllers (9,10). It was therefore decided to evaluate the use of FL techniques as a 
replacement for the PID governor providing enhanced performance. 
 
 
2 CASE STUDIES 
 
The station model was initially set up so as to look at a system with just one turbogenerator unit operating in 
frequency control mode and to assess its response to a step increase in load on a 30GW grid. The simulation was 
set up so that the system was initially balanced when a step increase in load of 0.5pu (150MW) was then 
introduced, this being the largest increase of load that a single unit operating in frequency control with a base 
power setting of 150MW (half-load) is able to pick up. A number of different FIS’s were initially built using the 
MATLAB® Fuzzy Logic Toolbox (11), enabling the following  four cases to be investigated: 
 
Case 1 - Turbogenerator unit with PID control. 
Case 2 - Turbogenerator unit with Fuzzy 1 control. 
Case 3 - Turbogenerator unit with Fuzzy 2 control. 
Case 4 -  Turbogenerator unit with Fuzzy 3 control. 
 
In Case 1, the PID had the following settings: 
Proportional gain -  10 
Integral gain -  12 
Derivative gain -  2 
These are the standard settings used at Dinorwig for frequency control. In addition, a droop setting of either 4% 
or 1% would be included as part of the controller to limit the increment of power that could be delivered by a 
single machine. However, during the initial investigation into the use of an FIS to control the generator, the 
effect of the droop was not taken into account. In Case 2, the first FIS model, Fuzzy 1, uses a single input 
variable, the frequency error (∆f). For Case 3, the Fuzzy 2 model uses two input signals, ∆f and the rate of 
change of frequency (df/dt). For Case 4, the Fuzzy 3 model uses ∆f and the output power error signal ∆P as the 
input signals. 
 
 
2.1  Case 1 
 
The simulation was run under the conditions described above and a plot of frequency (f), generator output power 
(POUT) and load power (PL) derived as shown in Fig. 1. Initially, PL matches POUT at 150MW, and hence 
frequency (f) is stable at 50Hz. At 20 seconds into the simulation there is a step increase in PL of 150MW to 
which the  generator responds by increasing output which, without the inhibitory effect of droop, approaches the 
demand load power, reaching 295MW after a further 60 seconds.  
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Figure 1:  Plots of power and frequency for PID
controller with 0.5 p.u. load increase
 
2.2  Case 2 
 
After several attempts the Fuzzy 1 model was developed using a set of six fuzzy rules, as shown below: 
 
Rule 1 IF ∆f is optimal THEN α is optimum. 
Rule 2 IF ∆f is vsmallpos THEN α is vsmallpos.  
Rule 3 IF ∆f is smallpos THEN α is smallpos. 
Rule 4 IF ∆f is medpos THEN α is medpos. 
Rule 5 IF ∆f is largepos THEN α is largepos. 
Rule 6 IF ∆f is vlargepos THEN α is vlargepos. 
 
Where α is the output signal to the guide vane, which controls the flow of water through the turbine, and hence 
the mechanical power into, and the electrical power from, the generator. 
The Universe of Discourse and the Membership Functions (MF) for ∆f and α are shown in Figs. 2 and 3. Note 
that α is limited to values between 0.5 and 1. The lower limit coincides with the minimum output power of 
150MW set for units in frequency control mode. The Smallest of Maximum defuzzification function was then 
used which ensured that the minimum value for α would be 0.5. 
 
The initial results from this model were not as good as those with the PID governor. Efforts were then made to 
improve the response by moving the MF’s and changing their widths, but with little effect. It was then realised 
that the value for ∆f was not reaching its nominal maximum value and as a result, the rules governing the higher 
values of α were not being fired. The next move was to therefore to reduce the maximum value of ∆f. When this 
was done, the results were as shown in figure 4. The power output falls short of the 300MW load value. Hence 
the final frequency value is only 49.963Hz. However, the initial response of the FIS is much better than the PID, 
reaching its final value within 10 seconds. of the disturbance. It was noticed that although the limits for ∆f had 
been reduced, the rule governing the maximum value for α was still not being fired. This was because the value 
of ∆f decreases as the frequency gets closer to 50Hz, and therefore it can never reach the maximum value and 
fire the rule governing maximum α. It appeared that it was not possible to make much further improvement by 
using ∆f as the only input to the FIS. 
 
  ∆f 
  okay vsmallpos smallpos largepos vlargepos 
negative vsmallpos vsmallpos vsmallpos smallpos largepos 
okay okay smallpos smallpos largepos vlargepos 
 
df/dt 
positive okay okay largepos vlargepos vlargepos 
 
Figure 5:  Fuzzy Associative Memory map for Case 3. 
 
2.3  Case 3 
 
As stated, this case involves the use of the two input variables ∆f and df/dt. After experimentation with different 
rules, MF’s and defuzzification functions the Fuzzy 2 model was developed. The Fuzzy Associative Memory 
(FAM) map covering the 15 rules for this model  are shown in Fig. 5. The FIS based on this FAM was built 
using similar shaped MF’s to those used in Case 2. Also, for the fuzzy logic operations the product AND fuzzy 
logic operators were used, as opposed to the more usual minimum AND as used in Case 1. The Centroid 
defuzzification function was also used, this is the most widely used in FIS applications as it tends to give a 
smoother output. Several attempts were made to improve the output from this FIS with significant 
improvements achieved by changing the limits for the ∆f input while the slopes of the MF’s were steepened to 
stop oscillations caused by different rules firing. After much tinkering the best result is shown in figure 6. As 
can be seen, the final value of f has improved to 49.974Hz. This FIS was tested for a step increase of 0.3 p.u. to 
compare the response, and the results are shown in Fig. 7. 
 
Using this model, a final value for f of 49.997Hz. is achieved although the output has slight oscillations on it. As 
a comparison a simulation was run for the same step increase in load with the PID controller, the results of 
which are shown in Fig. 8. This shows that the FIS has improved on the PID governor’s rise time, although the 
latter’s output is much smoother. 
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Figure 6: Plots of power and frequency
for Case 3 with 0.5 p.u. load increase
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Using this model, a final value for f of 49.997Hz. is achieved although the output has slight oscillations on it. As 
a comparison a simulation was run for the same step increase in load with the PID controller, the results of 
which are shown in Fig. 8. This shows that the FIS has improved on the PID governor’s rise time, although the 
latter’s output is much smoother. 
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Figure 9: Fuzzy Associative Memory
map for Case 4
 
2.4  Case 4 
 
While trying to improve the output in the previous cases it was realised that it was difficult to get the FIS to fire 
the rule governing the highest value for α. As previously mentioned, this is because the input signal to ∆f gets 
smaller as the output gets closer to 50Hz. However, for a step increase in load of 0.5 p.u., ∆P must stay at 
150MW if the output power is to match the load. Therefore, ∆P could be used in conjunction with ∆f as inputs to 
the FIS to ensure that the rule governing the 
maximum value for α is fired. After several 
tries the Fuzzy 3 model with 11 rules was 
developed as shown in the FAM of Fig. 9. 
 
After trying a number of variations of limit 
values for ∆f and ∆P, and changing the 
position and form of the MF’s (which were 
Gaussian in shape) the output shown in 
Fig.10 was obtained. This shows that with 
this particular configuration, the frequency is 
forced back to 50Hz. The same FIS was also 
tested for a step increase of power of 0.3 p.u. 
This time the frequency recovers to 49.96Hz. 
It was noticed that the best way to get the 
highest output from the FIS was to make sure 
that ∆P was at its maximum when ∆f was 
reduced. An effort was therefore made to 
simplify the number of rules by saying that: 
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Figure 10:  Plots of power and frequency for Case 4 with 0.5 
p.u. load increase. 
 Rule 1 If ∆f is optimal OR ∆P is optimal THEN α is optimal 
Rule 2 If ∆f is largepos OR ∆P is largeneg THEN α is largepos 
 
Where optimal and largepos for α would have to be as close to 0.5 and 1.0 as possible. Rule 1 ensures that the 
output power is kept to 150MW when required, while Rule 2 makes sure that α is kept to a maximum for a large 
value of ∆P, even when ∆f is reduced. More rules would be needed to give suitable α values for power changes 
between those limits. In the event there was only one additional rule added: 
 
Rule 3 If ∆f is medpos AND ∆P is medneg THEN α is medpos 
 
Degree of
membership
µ(x)
-3x10-3 3x10-3
largeposmedposoptimal
∆f
Frequency Error Signal
1
0
Figure 11:  Universe of Discourse for ∆f
membership functions (Amended Case
Degree of
membership
µ(x)
-4x10-3 4x10-3
largeneg medpos optimal
∆P
Power Error Signal
1
0
Figure 12:  Universe of Discourse for ∆P
membership functions (Amended Case 4)
Degree of
membership
µ(x)
0.5 1
largeposmedposoptimal
α
Guide Vane Operating Signal
1
Figure 13:  Universe of Discourse for α
membership functions (Amended Case 4)
0
50
100
150
200
250
300
350
0 10 20 30 40 50 60
Time (sec)
Po
w
er
 
(M
W
)
49.931
49.941
49.951
49.961
49.971
49.981
49.991
50.001
Fr
eq
ue
nc
y (
Hz
)
Load Power (PL) Generated Power (POUT) Frequency (f)
Figure 14:  Plots of power and frequency for
amended Case 4 with 0.5 p.u. load increase
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Figure 15:  Plots of power and frequency for
amended Case 4 with 0.3 p.u. load increase
MF’s for ∆f, ∆P and α were developed as shown in Figs. 11, 12 and 13. After some minor modifications of the 
basic MF’s, to avoid oscillations between rules, the results for a step change in load of 0.5 p.u. and 0.3 p.u. are 
shown in figures 14 and 15 respectively. Figure 14 shows that for 0.5 p.u. step increase in load the frequency 
recovers to 50Hz and the output is very smooth. In figure 15, although the output is noisy for the 0.3 p.u. load 
increase, the frequency also recovers to a final value of just over 49.99Hz. 
 
 
3 CONCLUSIONS AND FURTHER WORK 
 
It can be seen from all the above cases that in comparison with the PID controller, the FIS governor made a 
significant improvement to the initial response by considerably reducing the rise time. However, to get the best 
results took a lot of manipulation and ‘tuning’ of the shape, position and type of MF’s used, and also depended 
on the number of fuzzy rules and which logical operators were used as well as on which defuzzification function 
was used. There were therefore a lot of factors that could be changed for any given case and thus a lot of time 
was taken up trying to find the optimum solution. 
 
As already mentioned, there was a particular problem involved in building an FIS governor based solely on 
changes in frequency. This was due to the fact that as the frequency returned to the nominal value, the frequency 
error signal was reduced, making it difficult to ensure that the rule governing the maximum output to the guide 
vane was fired. Although the MF’s could be adjusted to get the required result, this would make the FIS very 
inflexible, and unable to respond correctly for different loads. Including the rate of change of frequency did 
help, but it was very difficult to get the balance right between the sensitivity of the output to the two inputs and a 
smooth response without oscillations. 
 
Using a combination of the frequency error signal and the power error signal gave the best results as the FIS 
could be set up so that ∆P could fix the output to the correct value once ∆f has returned to a small value. Even 
so, as seen in Fig. 15, when the load step was reduced, the FIS had difficulty in giving a smooth output and thus 
more tuning was needed. This leads to the possibility that it may not be feasible to get a good response for all 
possible load values and that further rules may be required to get a better response over a wide range of load 
conditions. 
 
It has been shown that for a given step increase in load the FIS can be set up to give an excellent response. A 
possible strategy may therefore be to have several FIS’s set up to respond to various load increases. Some form 
of pre-processor, possibly an ANN, could then be used to select the appropriate FIS for given operating 
conditions. However, setting up the individual FIS’s to respond as required to the step increase needed a great 
deal of adjustment to  factors such as the size, shape and position of the MF’s, the type of defuzzification 
function used, the number of fuzzy rules and the value of the limits on each individual Universe of Discourse. 
Therefore a strategy involving some form of sensitivity analysis, to identify which changes have most effect on 
the output, could reduce the time taken to develop the FIS. In this respect some form of Taguchi sensitivity 
analysis using orthogonal arrays may be advantageous (12). 
 
Alternatively, it may be possible to develop an FIS that is more flexible by introducing extra fuzzy rules, and by 
identifying other input variables which are sensitive to changes in system frequency. Also, the response of the 
FIS could be improved by making it predictive/adaptive to changes in system variables. The effect of droop will 
also have to be incorporated into the final design. 
 
The FIS will have to be tested under more complex plant operating conditions, rather than just a single 
turbogenerator unit in frequency control mode. Also, the FIS will need to be implemented in hardware to test its 
effectiveness practically on the real plant. However, this paper shows that there is potential for improving the 
response of the turbogenerator governor by using FL techniques. 
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